




















4. PROPOSED NEW UTILITY POLE SERVICE DROP LOCATION FOR
TELEPHONE AND CABLE TV SERVICE. COORDINATE WITH
TELEPHONE AND CABLE COMPANIES.

5. NOT USED.
6. NOT USED.

7. PROPOSED NEW UNDERGROUND SERVICE ENTRANCE A
CONDUCTORS. REFER TO SECTION B—B DETAIL.

8. NEW MAIN DISTRIBUTION PANEL.

9. TELECOMMUNICATIONS BACKBOARD.

10. OUTLINE OF MAIN ELECTRICAL ROOM.

11. OUTLINE OF MAIN TELECOMMUNICATIONS ROOM.

12. TELEPHONE AND CABLE TV SERVICE CONDUITS. REFER TO
SECTION C—C DETAIL.

13. IN GROUND SPLICE BOX WITH 8"x18" BASE, BOLTED COVER.

POLYMER CONCRETE COVER SHALL READ "LIGHTING”. QUAZITE OR
SYNERTECH. REFER TO DETAIL.

14. ADJUST FEEDER DEPTH AS REQUIRED TO AVOID NEW/EXISTING
UNDERGROUND UTILITIES. FIELD VERIFY.

15. VACATED UTILITY POLE SHALL BE REMOVED.
16. POWER POLE TO BE REMOVED/RELOCATED BY AEP.

17. SINGLE PHASE OVERHEAD SERVICE LATERAL TO BE RELOCATED
BY AEP.

18. REFER TO POLE BASE DETAIL, TYP.
19. REFER TO BOLLARD DETAIL, TYP.
20. CUT AND PATCH PAVEMENT TO MATCH EXISTING.

21. 2" PVC FOR PUMP STATION ELECTRICAL SERVICE (240V,18).
PROVIDE METER SOCKET AS REQUIRED. COORDINATE WITH POWER
COMPANY.

22. PROVIDE 1”7 PVC FROM METER SOCKET TO PUMP STATION. ii
COORDINATE EXACT REQUIREMENTS WITH CITY OF CHAPMANVILLE 1

23. PROPOSED NEW UTILITY POLE AND SERVICE DROP LOCATION,
POLE BY AEP.

24. PROPOSED NEW OVERHEAD SERVICE PRIMARY BY AEP.
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C.T. CABINET FURNISHED AND

INSTALLED BY EC. WINDOW )
TYPE CT'S PROVIDED BY 1-1/2"GRC
UTILITY.

METER SOCKET FURNISHED BY
UTILITY. E.C. TO INSTALL.

FEEDER #2. SEE POWER RISER
FEEDER SCHEDULE FOR DETAILS.

FEEDER #2. SEE POWER RISER
FEEDER SCHEDULE FOR DETAILS. APPROXIMATE GRADE

Loz

SERVICE ENTRANCE DETAIL

N.T.S.

PROPOSED POWER POLE LENGTH AS
REQUIRED BY AEP

WEATHERHEAD BY E.C. CROUSE HINDS
#1066 OR EQUAL AS APPROVED BY
AEP. FACE WEATHERHEAD AWAY FROM
POLE AS DIRECTED BYAEP. PROVIDE
36" MINIMUM TAILS FROM

TRANSFORMERS. GENERAL NOTES

1. PROVIDE 40" MINIMUM SPACING BETWEEN SERVICE
AEP COMPANY APPROVED GROUND LATERAL CONDUCTORS AND ATTACHMENT POINT OF
CLAMP AND BONDING JUMPER. NEAREST COMMUNICATION OR CATV CABLE.

2. DO NOT EXTEND CONDUIT ABOVE THE SECONDARY OR
PROVIDE 12°—0" SPACING BETWEEN NEUTRAL POSITION AT ANY TIME. DOING SO MAY RESULT
STAND—OFF BRACKETS. VERIFY IN SEVERE ELECTRICAL SHOCK.

NUMBER AND SPACING REQUIREMENTS
WITH AEP PRIOR TO BID. 3. DETAIL IS PROVIDED FOR BIDDING PURPOSES ONLY.
PROVIDE POLE SERVICE ENTRANCE PER AEP
SPECIFICATIONS.

FINISHED GRADE.

GRC LONG SWEEP ELBOWS.

COUPLINGS FROM GRC TO PVC-40
CONDUIT.

POWER POLE DETAIL

N.T.S.
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O CODED NOTES O

1. MAIN DISTRIBUTION PANEL. 13. CEILING MOUNTED STANDARD JUNCTION BOX FOR FUTURE

CONTROL ROOM RECEPTACLE POWER WITH 1'—0" COILED PIGTAIL
2. CT/METER CABINET FURNISHED AND INSTALLED BY EC. FOR EXTENSION TO FUTURE DEVICES. PROVIDE BLANK COVER AND
f f LABEL ACCORDINGLY.

3. GROUND MAT, REFER TO DETAIL.
14. CEILING MOUNTED STANDARD JUNCTION BOX FOR FUTURE

4. SERVICE ENTRANCE GROUND BUS, REFER TO DETAIL. CONTROL ROOM DIGITIZER WITH 1°—0" COILED PIGTAIL FOR
EXTENSION TO FUTURE EQUIPMENT. PROVIDE BLANK COVER AND

5. RUSSELL STOLL 50A,208/120V,38,4W FEMALE RECEPTACLE. LABEL ACCORDINGLY.

6. 60A,240V,3P, NEMA 3R DISCONNECT SWITCH. 15. CEILING MOUNTED 12"X12"X4” DEEP SC PULLBOX FOR FUTURE
XRAY EQUIPMENT POWER WITH CONDUIT AS INDICATED ON RISER

7. FEEDER DESIGNATION, REFER TO FEEDER SCHEDULE. DIAGRAM. PROVIDE BLANK COVER AND LABEL ACCORDINGLY.

8. RECEPTACLE RECESSED IN NURSE STATION CASEWORK. 16. COORDINATE MOUNTING OF QUTLETS WITH CASEWORK

COORDINATE WITH GC, TYP. CONTRACTOR PRIOR TO ROUGH—IN.

9. CONDUIT UNDER SLAB TO WALL, THEN UP IN CEILING SPACE, 17. SERVICE ENTRANCE CONDUCTORS REFER TO SECTION B-B.

TYP. REFER TO SITE PLAN FOR CONTINUATION.

10. FEEDER DESIGNATION, REFER TO FEEDER SCHEDULE, TYP. 1

11. SUMP PUMP (1/3HP,120V,18). FLOAT IS STARTER.

12. CEILING MOUNTED STANDARD JUNCTION BOX FOR FUTURE SUITE
RECEPTACLE POWER WITH 1'—Q" COILED PIGTAIL FOR EXTENSION TO
FUTURE DEVICES. PROVIDE BLANK COVER AND LABEL
ACCORDINGLY.
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PLAN NOTES

1.

2.
ROU

3 VERIFY LAB EQUIPMENT ELECTRICAL REQUIREMENTS WITH OWNER
PRIOR TO ROUGH—IN.

REFER TO DRAWING E1.1.

VERIFY LAB EQUIPMENT LOCATIONS WITH ARCHITECT PRIOR TO
GH=IN.

O LAB CODED NOTES @)

CHEMISTRY UNIT (16MCA,120V,18).

LARGE CENTRIFUGE (16MCA,120V,18).

CBC UNIT (16MCA,120V,18).

PT & PTT UNIT WITH UPS (16MCA,120V,18).
MICROSCOPE (16MCA,120V,19).

SMALL CENTRIFUGE (16MCA,120V,18).
ROTATOR (16MCA,120V,19).

REFRIGERATOR /FREEZER (16MCA,120V,18).

SCHEESER BUCKLEY
MAYFIELD LLC
CONSULTING ENGINEERS

1540 CORPORATE WOODS PARKWAY
UNIONTOWN, OHIO 44685-8797
PHONE: (330) 896-4664 FAX: 896—9180

JOB TITLE:

MARSHALL UNIVERSITY SOM
RURAL HEALTH & CLINICAL ED. CTR.

REF. FILE: ?

ADDENDU_:A NO. SKETCH NO.
SCALE; SKE3.1.2
DqTCE): 27 /09 SHEET NO.

DR E3.1

EDC




MARSHALL UNIVERSITY
CRITERIA FOR SELECTION OF LOWEST QUALIFIED BIDDERS
AWARD OF BIDS

Pursuant to the laws of the State of West Virginia, Marshall University must award bids only

to the lowest qualified bidder. Therefore, Marshall University must consider the following
factors, and the information from the Contractors Qualification Statement (AIA Document
A305-1986), when making a determination as to whether a contractor’s bid is not only the
lowest, but the most qualified. All bidders must provide a written response to the following (18)
items and a completed AIA Document A305-1986 and include with the bid proposal. These
documents will be used in the bid evaluation process.

1.

10.

11.

12.

The years of experience the bidder has in the construction, renovation or building repair
business.

The bidder’s participation in a drug program that meets the objectives, applicable laws and
regulations for a drug free workplace including the use of tobacco and alcohol on school
properties.

The continuity, experience and skill of the bidder’s work force and that of the bidder’s
designated subcontractors.

The bidder’s performance on similar construction projects.

The bidder’s ability to successfully complete projects within the proposed schedules and
deadlines.

The bidder’s participation in a bonafide joint apprenticeship program that is approved by the

US Department of Labor, US Bureau of Apprenticeship Training and is administered in
compliance with the rules and regulations of the WV Department of Labor. [See DOL 42-7-

3.1(i)]

The bidder’s history of compliance with Worker’s Compensation and Unemployment
Compensation laws.

The bidder’s history of compliance with OSHA requirements.

The bidder’s history of compliance with Federal and State Prevailing Wage as well as Fair
Labor Standards and Wage Payment laws.

The bidder’s subcontractors compliance with state regulatory agencies.

The bidder’s history of compliance with fringe benefit contributions, i.e., health insurance
and pension benefits.

The bidder’s local hiring plan and history of compliance with the WV Jobs Act, (W. Va.
Code, Chapter 21, Article 1C) regarding use of the local labor market.
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13. The bonding record of the bidder.

14. The bidder’s participation as a party in any legal action where an awarded liability could
negatively impact the ability of the bidder to complete this project.

15. The bidder’s financial stability and its impact on the company’s ability to complete the
project.

16. The bidder can demonstrate it is not in default on a debt to the State or its political
subdivision in aggregate more than $1,000.

17. The bidder’s history of change order requests.

18. Response from bidder’s references and recommendations of other owners for whom the
bidder has worked.

All of the above factors, as supported by the accompanying Contractors Qualification
Statement, will be considered by Marshall University in determining the “best” most qualified
bid. No single criteria will be considered the controlling factor in determining whether a bid is,
or is not the “best” bid.



